TM 5-745

APPENDIX K
EXPANSION TANK SIZES

Table K-1. Required Size for Open Expansion Tanks

Table K-2. Required Size for Closed Expansion Tanks

Tank size in

8q. ft. of hot water radiation Tn::“zl;: In 8q. ft. of equivalent direct radiation installed gallons

Up 40 400 _ oo 10 Upto350 .. 18
600 - e cmecmemm——an 15 Uptod450__ ... 21
800. e 20 Upto 650 .. 24
1,000 - . 25 Upto900_ . . 30
1,500, - .. 40 Uptol,100_ _____ .. 35
Uptol,400___ ________ ... 40

Upto1,600____ .. 2-30

Upto1,800___________ ... 2-30

Upto2000_ ... . ... 2-35

Upto2,400* _____ __ o ____ 2-40
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& For systems with more than 2,400 sq. (t. of installed equivalent direct
water radiation, the required capacity of the cushion tank shall be increased
on the basis of one gallon tank capacity per 33 sq. ft. of additional equivalent

direct radiation.



